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1. EXECUTIVE SUMMARY 

This assessment has been undertaken to support the South Taranaki District Council (STDC) in meeting its 

obligations under Sections 69 and 70 of the Local Government (Water Services) Act 2025, which require a 

comprehensive evaluation of community access to drinking water services, including service adequacy, 

resilience, risks to public health, and future service provision. 

  

The assessment confirms that STDC operates a portfolio of ten reticulated drinking water supplies that 

collectively service the majority of the district’s population, supported by established planning frameworks 

including the Long-Term Plan (LTP), Water Services Delivery Plan (WSDP), Asset Management Plan (AMP), and 

Drinking Water Safety Plans (DWSPs). These systems are generally compliant with legislative requirements 

and demonstrate a structured approach to managing drinking water quality, service continuity, and long-term 

sustainability. 

 

Overall system performance is considered fit-for-purpose, with larger urban supplies demonstrating high 

levels of treatment adequacy, capacity, and resilience. However, variability exists across the portfolio, with 

smaller rural and coastal schemes exhibiting lower redundancy, limited storage, and reduced operational 

flexibility, resulting in comparatively higher service risk profiles. 

  

Targeted challenges have also been identified within specific supplies, including: 

• Transitional compliance (e.g. Pātea water treatment plant upgrade programme), 

• Emerging capacity or resilience constraints in smaller schemes (e.g. Waverley, Inaha), and 

• Reduced reliability and variable demand characteristics in coastal supplies (e.g. Wai-inu Beach and 

Wairoa Beach Domain).  

 

In addition to Council-operated supplies, the assessment identifies a range of in-scope community water 

supplies that operate as standalone systems and are not connected to an existing Council-owned drinking 

water supply. These supplies include community facilities, marae, rural schemes, and other independently 

managed arrangements that rely on their own water sources, such as rainwater, groundwater, surface water, 

or small private networks. Further engagement and assessment work is encouraged to be performed by STDC 

for these supply types in the future to build a further understanding of any risks or challenges these supplies 

may or may not face. 

 

The findings highlight that, while STDC has strong visibility and planning mechanisms in place for its own 

networks, there is a need for ongoing visibility, engagement, and targeted support with non-Council supplies 

to support district-wide public health outcomes. 

 

This assessment does not extend beyond existing regulatory and planning processes but instead provides a 

consolidated view of current system performance and risk, demonstrating that STDC is actively managing its 

obligations through established planning, monitoring, and improvement frameworks consistent with the 

intent and requirements of Sections 69 and 70 of the Local Government (Water Services) Act 2025. 
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2. BACKGROUND 

The South Taranaki District Council (STDC), along with all Territorial Local Authorities (TLA’s), are required to 

complete an assessment of the drinking water services provided in the district. 

 

Under sections 69 and 70 of the Local Government (Water Services) Act 2025, territorial authorities are 

required to undertake a comprehensive assessment of access to drinking water services across their districts. 

This includes identifying communities and describing their water supply arrangements, assessing current and 

future access, demand, and risks, and evaluating water safety, quality, and associated public health 

considerations. The assessment must also consider the ability of each supply to maintain service continuity 

and the potential consequences of supply disruption. Its scope extends to all community types, including those 

served by council-operated or other supplies, as well as self-supplied and non-reticulated communities. Once 

completed, the assessment must be made publicly available, provided to the Water Services Authority, and 

used to inform relevant strategic and planning documents. Although all supply types must be considered, more 

detailed analysis will generally focus on supplies with specific regulatory obligations under the Water Services 

Act 2021. 

 

It is a requirement that all Territorial Authorities such as the STDC to complete its first assessment by the 1st 

of July 2026 and conduct later assessments at least once every three years after.  

 

This document provides an overview of the drinking water supplies within the South Taranaki District based 

on information available to STDC. The assessment covers Council-operated drinking water supplies, including 

treatment and distribution systems, and summarises information gathered on independent supplies in the 

district that are not connected to the STDC reticulated network. 

 

This assessment will identify improvements to the provision of water supply in the district and will be 

recommended to be included as Long Term Plan projects.  

 

2.1 District Overview 

The STDC area covers approximately 3,575 km² on the west coast of New Zealand’s North Island and serves a 

population of approximately 29,800 people (2025 estimate).  The district includes the main urban centre of 

Hāwera and smaller towns such as Eltham, Pātea, Manaia, Ōpunake, Kaponga, and Waverley, with a 

predominantly rural population distribution.  

 

The resident population was 29,025 in the 2023 Census, reflecting moderate growth (5.4% since 2018), with a 

median age of 39.6 years and a relatively high proportion of residents aged over 65, indicating an ageing 

population profile.  Population projections indicate generally stable long-term growth. 

 

Land use across the district is primarily agricultural, with intensive dairy farming representing the dominant 

activity. This, combined with moderate rainfall and catchment characteristics, contributes to surface runoff 

and presents risks to source water quality, including nutrient, microbial, and sediment contamination 

pathways. 
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Recent infrastructure investment has focused on maintaining and upgrading drinking water and wastewater 

assets to meet current regulatory expectations. This includes a major upgrade of the Pātea Water Treatment 

Plant, incorporating advanced treatment processes (e.g. biologically activated carbon filtration, UV and 

chlorine disinfection) to improve drinking water safety and compliance.  Additional capital works have included 

new reservoir infrastructure and ongoing three waters network upgrades, alongside increased long-term 

funding commitment to water and wastewater services through the 2024–2034 Long Term Plan.  

Ongoing national reform (Local Water Done Well) and service delivery planning further influence the future 

provision, resilience, and investment requirements of drinking water supplies within the district. 

2.2 Legislative Requirements 

In providing drinking water services, the STDC is subject to numerous laws and standards. These impose direct 

duties (like delivering safe water and protecting water quality) and supporting responsibilities (like 

infrastructure management, source protection, emergency preparedness, and governance/accountability). 

Below, each relevant Act, regulation, rule, or standard is explained with a brief summary (italics) followed by 

bullet-pointed council obligations under that instrument. 

2.2.1 Water Service Act 2021 

The Water Services Act 2021 is the flagship law for drinking water regulation in New Zealand. It replaced 

previous health legislation, establishing a comprehensive regime that requires all drinking water suppliers 

(including councils) to ensure safe, adequate, and wholesome drinking water. The Act created Water Services 

Authority (Taumata Arowai) (the national water regulator) and sets out supplier duties such as meeting the 

Drinking Water Standards, registering supplies, managing risks through water safety planning, and protecting 

source waters. 

 

The Water Services Act 2021 establishes a comprehensive regulatory framework for drinking water in New 

Zealand. It mandates that all drinking water suppliers, including local councils, ensure the safety and quality 

of the water they provide. Key requirements include registering their water supply, complying with drinking 

water standards, quality assurance rules, providing sufficient quantities of water, and maintaining a drinking 

water safety plan. Suppliers must also notify the Water Services Authority (Taumata Arowai), the new water 

services regulator of any risks or hazards to the water supply. Additionally, they must maintain records of 

supply, compliance, and monitoring through accredited labs. The Act aims to protect public health by ensuring 

consistent and reliable access to safe drinking water. 

 

The Act is underpinned by the following regulations and standards; 

• Water Services (Drinking Water Standards for New Zealand) Regulations 2022 

o These regulations are secondary legislation under the Water Services Act that define 

maximum acceptable values (MAVs) for contaminants (microbial, chemical, radiological) in 

drinking water.  

• Drinking Water Quality Assurance Rules 2022 

o These Quality Assurance Rules are legally binding technical rules issued by Taumata Arowai 

under the Water Services Act. They provide detailed requirements on HOW suppliers must 

achieve and demonstrate compliance with the Act and Standards – covering aspects like 

treatment plant performance criteria, sampling locations, frequencies, methods, operator 
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qualifications, and management of particular risks (e.g., chlorination, protozoa barriers, 

backflow prevention, distribution zones monitoring, etc.). 

2.2.2 Local Government Act 2002 

The Local Government Act 2002 lays out the general powers and duties of local councils in New Zealand. 

Drinking water supply (as well as wastewater and stormwater) is explicitly recognized as a core service of local 

government, meaning councils are expected to provide communities with this essential service.  

 

Under the Local Government Act 2002, councils are required to prepare Long-Term Plans that incorporate 

comprehensive planning for water services, including drinking water, wastewater, and stormwater. This is 

achieved through mandatory components such as the Infrastructure Strategy, which must address these core 

assets over a minimum 30-year horizon, as well as through requirements to define service levels, performance 

measures, and funding arrangements. Collectively, these provisions ensure that water services are fully 

integrated into councils’ strategic, asset, and financial planning frameworks, prior to the introduction of more 

recent sector-specific planning instruments under water services reform. 

2.2.3 Local Government (Water Services) Act 2025 

The Local Government (Water Services) Act 2025 is a new law that reaffirms councils’ responsibilities for water 

services (drinking water, wastewater, stormwater) after the repeal of the 2022–2023 Three Waters reform 

legislation. The Act provides updated frameworks for how councils plan, fund, and deliver water services 

efficiently and transparently. 

 

Under this legislation, the STDC has responsibilities relating to the following requirements: 

 

Water Services Planning (Delivery Plans): Must prepare and adopt a Water Services Delivery Plan for their 

water, wastewater, and stormwater services, looking at a planning horizon of at least 10 years. This plan must 

outline how the council will maintain and improve its water services, ensure compliance with drinking water 

and environmental standards, provide for future growth, and manage assets sustainably. It also covers 

collaboration options (e.g. shared services or joint arrangements with other councils) and must be updated 

regularly. 

 

Service Performance & Economic Efficiency: Must meet new service quality and efficiency requirements. The 

Act introduces (or enables) an economic regulation regime overseen by the Commerce Commission, meaning 

councils will likely be required to report on performance indicators (like cost efficiency, response times, 

customer satisfaction) and adhere to any service level codes or consumer protection measures established. 

Councils must also ensure that water charges or rates are applied fairly and transparently (affordability and 

equity are key themes). 

 

Assessment of communities’ access to drinking water services: The Act requires councils to undertake 

assessments of drinking water activities in its district, with the purpose of the assessment being;  

• Determine any health risks to communities arising from any absence, or deficiencies in services, and 

• Assess the quality of services currently available, and 

• Consider and estimate future demands for services and outline a plan to provide ongoing access to 

drinking water for communities within the district for the future.  
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The first assessment must be conducted by 1 July 2026, and then at least once every 3-years following. 

 

Facilitating Regional Cooperation: Must consider collaborative or aggregated delivery models if they offer 

efficiency or resilience gains. The Act encourages councils to work together and gives them the legal tools to 

create joint water service arrangements or council-owned water enterprises. Councils must examine such 

options (for instance, combining resources with neighbouring councils) where appropriate to improve 

outcomes for ratepayers. 

 

Maintain Bylaws & Implement Powers: Must use updated bylaw-making powers under this Act (which 

supersede parts of the LGA 2002 bylaw provisions) to address local water service matters like water 

conservation, metering, or protection of assets. Councils are also empowered and expected to use new 

enforcement tools (e.g. infringement notices for breaches of water bylaws) to ensure compliance among 

users and protect the integrity of the water system.  

2.2.4 Health Act 

This piece of legislation requires Council to ensure safe sanitation through the improvement, promotion and 

protection of public health within its district. The Act also requires Council to inspect its district to ascertain if 

conditions exist which are likely to be injurious to health. If such conditions do exist, Councils are required to 

take reasonable steps to ensure that they are abated or removed. 

2.2.5 Resource Management Act 1991 

The Resource Management Act (RMA) 1991 aims to promote the sustainable management of natural and 

physical resources. It mandates that resource use be authorised through regional or district plans, resource 

consent, or designation. Section 14 requires consent for damming, diverting, taking, or using natural water, 

except for domestic, stock-water, and fire-fighting needs, which may be exempt unless otherwise specified by 

a regional plan. The RMA provides the framework for resource utilisation in New Zealand, requiring an 

overview of the policy framework for drinking water, wastewater, and stormwater management rather than 

detailed resource consent evaluations. 

 

The Resource Management Act (RMA), 1991, provides the framework for all resource utilisation within New 

Zealand. The overriding purpose of the RMA “is to promote the sustainable management of natural and 

physical resources”. To utilise resources, an activity, can either be authorised by a rule in a regional plan or 

district plan, or through a resource consent or by granting a notice of requirement for a designation. 

 

It is necessary to review the planning documents to determine the approvals required.  For evaluation of the 

solid waste management, as contained in these assessments, it is not necessary to identify whether resource 

consents are needed or not. Rather, an overview of the policy framework provides guidance. 

 

Under this legislation, the STDC has responsibilities relating to the following requirements: 

 

Water Abstraction Consents: Must hold and comply with resource consents for taking water from rivers, lakes, 

or aquifers. These consents typically set limits on how much water can be taken (daily/annual volume) and 

may impose minimum flows or water level conditions to protect aquatic ecosystems. Councils must manage 

their water takes within these limits and monitor usage, ensuring no over-abstraction that could harm the 

environment or other users. 
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Discharge & Environmental Protection Compliance: If water supply operations involve discharging water or 

wastes (e.g., discharging treatment plant sludge, filter backwash, or flush water), the council must obtain 

discharge consents and meet water quality standards to avoid environmental contamination. Essentially, 

water suppliers must not pollute water bodies through their activities. This aligns with the broader obligation 

under the Water Services Act 2021 to protect source water quality, ensuring that source streams and aquifers 

remain safe and are not degraded by the supplier’s own operations or infrastructure. 

 

Collaboration with Planning Authorities: Must work with regional councils (who implement the RMA at local 

level) to support source protection. For instance, regional and district plans under the RMA may designate 

water supply catchment areas or protection zones; councils operating water supplies should engage in these 

planning processes to advocate for rules that guard against land use activities which pose contamination risks 

(like intensive farming, forestry, or hazardous substance use near drinking water sources). This cooperation is 

often part of the council’s Source Water Risk Management Plan and is crucial for maintaining raw water 

quality. 

2.3 Relationship with Council Plans 

The management and delivery of drinking water services within the South Taranaki District is supported by a 

structured framework of statutory and non-statutory planning documents. These documents collectively 

establish the strategic direction, funding pathways, asset management approach, and risk management 

practices that underpin the provision of safe and reliable drinking water services. 

 

At a governance level, the Long-Term Plan (LTP) sets the Council’s overarching direction, priorities, and 

investment programme. This is complemented by the Water Services Delivery Plan (WSDP), which provides a 

more detailed, water-specific framework to demonstrate how services will be delivered in a financially 

sustainable and compliant manner under current regulatory expectations. Supporting these strategic 

documents, the Asset Management Plan (AMP) translates long-term objectives into operational and lifecycle 

asset planning, while Drinking Water Safety Plans (DWSPs) focus specifically on identifying and managing risks 

to drinking water quality from source to tap. 

 

Together, these documents form an integrated planning hierarchy that ensures alignment between strategic 

intent, infrastructure investment, operational delivery, and public health protection outcomes for drinking 

water services across the district. Their specific purpose is explained below. 

2.3.1 Long Term Plan (LTP) and Water Services Planning (Delivery Plan) 

2.3.1.1 Long Term Plan (LTP) 

The Local Government Act 2002 (LGA 2002) requires all Councils to adopt a long term plan every three years, 

before the beginning of the financial year. The STDC LTP sets its’ long-term vision for the services it delivers. 

The LTP describes the Council’s strategic direction and work programme for ten years, outlining services it will 

provide, projects it plans to undertake, costs, how they will be paid for and how it will measure performance. 

In each of the years between LTPs, STDC prepare an Annual Plan to review the budgets and work programme 

planned for the year, according to the LTP. If a significant or material change from the LTP is proposed, the 

community will be consulted. At the end of each financial year the Council produce an Annual Report setting 

out how it performed for the year compared to what we said we would do. It lets residents/ratepayers know 

what was delivered and analyses whether it met its budgets and performance targets. 
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2.3.1.2 Water Services Planning Delivery Plan (WSDP) 

The ‘South Taranaki District Council - Water Services Delivery Plan (WSDP)’ is a statutory planning document 

prepared under the Local Water Done Well framework that provides a comprehensive assessment of the 

Council’s current water service assets, performance, and delivery arrangements, and sets out how these 

services will be sustainably managed into the future. The Plan identifies the preferred delivery model, 

infrastructure investment requirements, and funding approach required to meet regulatory standards, 

maintain levels of service, and support growth, while demonstrating that water services will be delivered in a 

financially sustainable and compliant manner over the long term.  

 

The WSDP does not replace the LTP, but operates alongside it as a sector-specific, statutory planning 

instrument focused solely on water services. While the LTP retains its role as the Council’s primary strategic 

and financial planning document, the WSDP provides a more detailed and regulatory-driven framework that 

demonstrates how water services will be delivered in a financially sustainable and compliant manner and must 

be implemented once accepted by central government. 

2.3.2 Asset Management Plan (AMP) 

The Council is responsible for the provision and management of 10 water supply schemes. The Local 

Government Act 2002 requires that we continue to provide public water supply services and maintain their 

capacity. The Asset Management Plan (AMP) contains information critical to delivering Water Supply services 

to the South Taranaki District, and has been developed with input from staff, consultants and contractors. It 

underpins the LTP and consultative processes we use to engage with the community. It is intended that this 

plan will be revised every year, with major reviews every three years prior to the LTP review process.  

 

The key purposes of the AMP are to: 

• Convey the long-term strategy for the management of the assets. 

• Determine minimum levels of service required from the assets and by relevant legislation. 

• Identify minimum lifecycle (long term) costs to provide the agreed level of service. 

• Forecast changes in levels of services and associated cost implications. 

• Justify the long term works programmes and funding requirements. 

• Smooth the costs of peak funding demands.  

• Manage environmental and financial risks. 

 

The AMP was completed in 2023 and should be read in conjunction with the WSDP. 

2.3.3 Drinking Water Safety Plans (DWSP)  

Drinking Water Safety Plans specifically relate to water supplies. STDC is required to produce a DWSP for its 

water supplies to identify and manage risks associated with the provision of drinking water. STDC has produced 

DWSP’s for all its respective water supplies. This Report draws on information contained in the current 

DWSP’s.  

2.4 Ongoing External Performance and Evaluation 

STDC is subject to a comprehensive framework of external review, audit, and regulatory oversight, ensuring 

accountability for the delivery of safe and reliable drinking water services. On an annual basis, Council 
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performance and financial planning - through the LTP and associated Annual Report processes - are 

independently audited, providing assurance that infrastructure investment and service delivery commitments 

are appropriate, transparent, and financially sustainable. In parallel, STDC fulfils its obligations under the 

Water Services Act 2021 by actively monitoring and reporting each water supply’s compliance against the 

Drinking Water Quality Assurance Rules (DWQAR) to the Water Services Authority - Taumata Arowai. 

 

The intention of this report is not to duplicate or extend beyond these established regulatory and audit 

requirements, but rather to provide a high-level overview of the current position of each supply in relation to 

Sections 69 and 70 of the Local Government (Water Services) Act 2025, and how these requirements are 

already being addressed through existing planning, monitoring, and assurance processes. 

 

Collectively, these mechanisms demonstrate that STDC’s drinking water services are subject to ongoing 

scrutiny, performance monitoring, and continuous improvement, providing confidence that water supplies are 

being managed in a manner that protects public health, maintains compliance, and aligns with legislative 

expectations. 

3. METHODOLOGY 

3.1 How drinking water supplies were identified 

A comprehensive, data-driven approach was employed to identify all known and potential drinking water 

supplies throughout the South Taranaki District. This methodology ensured that every potential community, 

networked, privately owned, and self-supplied water source was accurately captured – source (type) of supply, 

ownership, size, or applicable regulations. The process was founded on a suite of GIS datasets provided by 

STDC and Taranaki Regional Council (TRC). These datasets included: 

• Reticulated water network infrastructure - such as treatment plants, reservoirs, pipelines, and supply 

zones 

• Property parcel information 

• Land-use layers to identify clusters where self-supplied water sources may exist 

• Details of known rural water schemes and private network layouts where available. 

 

These datasets were consolidated into a master GIS project, enabling the identification of all properties 

potentially supplied by either council or private water sources. 

To ensure comprehensive regulatory coverage, two national datasets were also incorporated: 

• Hinekōrako - the National Register of Drinking Water Supplies, for identifying currently registered 

supplies and maintaining alignment with Taumata Arowai’s standards. 

• The former Ministry of Health Drinking Water Register, used as a reference for historic supplies, 

previously registered schemes, and those transitioning to Taumata Arowai oversight. 

 

By cross-referencing these datasets, the following objectives were achieved: 

• Identification of all networked supplies and community sites connected to these, and 

• Review of previously registered community sites/supplies that may still be operational, and 

• Consideration of any changes in source (type) of supply, ownership, size. 
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For supplies sourcing groundwater or surface water for domestic or community use, resource consent layers 

were examined, with particular attention given to: 

• Groundwater take consents (for domestic, agricultural, and community use), 

• Surface water take consents, 

• Consents associated with rural water schemes, industrial sites, campgrounds, marae, and community 

facilities, and 

• Where consent data indicated regular potable water use, those sites were flagged for further review. 

 

GIS spatial analysis was also utilised to identify potential supplies not listed in national or local registers, with 

particular focus on: 

• Groups of properties not connected to STDC’s reticulated networks, or 

• Rural or semi-rural sites likely relying on roof water, bores, or small private networks, or 

• Community buildings (such as educational facilities, marae, golf courses and halls) located outside 

reticulated areas. 

3.2 Consideration of Broader Community Supply Types 

As previously described, the identification process encompassed a wide range of supply types to ensure that 

all potentially relevant community drinking water systems were considered. This included: 

• Council-operated reticulated supplies, and 

• Community shared supplies (e.g. marae, community facilities, educational facilities, camps), and 

• Semi-rural and rural settlements, and 

• Domestic and non-domestic self-supplies. 

 

This broader scope was intended to identify small, non-reticulated (standalone), dispersed, and potentially 

unregistered supplies that may not have been formally recognised within existing Council datasets or national 

registers. 

3.3 Assessment of Section 69 Applicability 

Following identification and validation of potential drinking water supplies, each site was assessed to 

determine whether it fell within the scope of Section 69 of the Local Government (Water Services) Act 2025. 

The purpose of this step was to distinguish community drinking water supplies requiring further consideration 

from those that are specifically excluded from the assessment requirements. Where a supply’s status was 

uncertain, such as whether it was connected to an existing Council reticulated supply, it was retained ‘in-scope’ 

pending further investigation.  

 

As mentioned previously, supplies were generally classified as out-of-scope where they were: 

• Domestic self-supplied buildings as described under Section 68 of the Local Government (Water 

Services) Act 2025, or 

• Drinking water services owned or operated by government departments, including educational 

facilities (e.g., schools, early childhood centres), Department of Conservation facilities, or 

• Supplied directly by an existing STDC reticulated water supply and were therefore already considered 

through the assessment of Council-operated schemes, or 

• Determined to not provide drinking water at all. 
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The outcome of this process was the development of a refined register of drinking water supplies categorised 

as either ‘in-scope’ or ‘out-of-scope’. This enabled subsequent analysis, mapping, and prioritisation activities 

to focus on community drinking water supplies relevant to the requirements of Section 69. 

 

Where it is not immediately clear whether an identified community site is or is not connected to an existing 

reticulated drinking water supply, a conservative approach was taken to include these within the register and 

consider them as ‘in-scope’ until such time as a true determination can be made (through future evaluation 

exercises).  

3.4 Out-of-Scope Sites 

All sites identified as being Department of Conservation huts, golf courses, campgrounds/holiday parks, 

educational facilities, or are community sites known to be connected to existing reticulated supplies were all 

found to fall outside of the scope of Section 69 of the LGA. Details regarding these sites have been kept within 

the standalone drinking water supply register for completeness but excluded from any further reference or 

evaluation within this report and its appendices. 

4. SOUTH TARANAKI DISTRICT COUNCIL WATER SERVICES 

This section outlines the communities within the South Taranaki District that are serviced by Council-operated 

drinking water supplies and provides a combined assessment of adequacy and resilience across both 

treatment and distribution components. STDC operates multiple reticulated water supply schemes that serve 

a mix of urban and rural communities. 

 

In alignment with the intent of Sections 69 and 70 of the Local Government (Water Services) Act 2025, this 

assessment considers the extent to which water services are fit-for-purpose, reliable, financially sustainable, 

and capable of meeting current and future demand, while supporting the delivery of safe drinking water and 

maintaining compliance with regulatory requirements. 

 

The assessment adopts an integrated, system-wide approach, combining evaluation of both: 

• Treatment infrastructure, including source water availability, treatment processes, plant capacity, 

treatment performance, and the ability to manage source water risks and variability; and 

• Distribution networks, including reticulation coverage, asset condition, storage, redundancy, pressure 

management, and the continuity and reliability of supply to consumers. 

 

By considering these components together, the assessment provides a consolidated view of each scheme’s 

ability to consistently deliver safe and sufficient drinking water from source to point of use, including during 

periods of peak demand, operational disruption, or asset failure. 

 

The assessment draws on underlying technical documentation, including the WSDP, AMP, and DWSPs, to 

evaluate system performance, identify constraints, and assess risks to service delivery. 

 

The communities listed in Table 1 are supplied by STDC through Council-managed reticulated water supply 

schemes. These schemes collectively support public health outcomes and must demonstrate adequacy, 
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resilience, and operational performance consistent with legislative expectations for long-term water service 

delivery. 

 

The following information relates to those supplies owned and operated by STDC. 

Table 1. STDCs community drinking water supplies 

Supply Name Supply ID Population 

Hāwera HAW003 11761 

Waimate West WAI018 2635 

Eltham ELT001 2064 

Ōpunake OPU001 1446 

Pātea PAT001 1310 

Waverley WAV001 878 

Inaha INA001 561 

Rahotu RAH001 144 

Wai-inu Beach WAI021 72 

Wairoa Beach Domain (aka Waverley Beach) WAI020 36 

 

 

Figure 1. Overview of STDC’s networked community drinking water supplies (location and delivery) 
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4.1 Assessment of STDCs achievement of legislative duties 

The following table details the Council’s achievement of legislative duties for each of its respective drinking-

water supplies that it owns and operates: 

Table 2.  STDCs Assessment of Legislative achievement 

Supply Name  Water Services Act 
Health Act 1956 RMA 1991 

 Registered DWSP SWRMP DWSNZ1 DWQAR2 

Hāwera ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Waimate West ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Eltham ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Ōpunake ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Pātea ✓ ✓ ✓ ✓ X ✓ ✓ 

Waverley ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Inaha  ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Rahotu ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Wai-inu Beach  ✓ ✓ ✓ ✓ ✓ ✓ ✓ 

Wairoa Beach Domain  

(aka Waverley Beach) 

✓ ✓ ✓ ✓ ✓ 
✓ ✓ 

 

Whilst the Pātea Water Supply does not currently meet existing DWQAR performance requirements, this will 

be addressed late 2026 upon the completion of the fully upgraded Water Treatment Plant (WTP). The 

upgraded supply will encompass all new water treatment barriers and continuous monitoring analysers to 

monitor and report drinking water quality.  

4.2 Assessment of each supply’s achievement of water quality, safety, 

and continuity 

This section provides a high-level overview of each water supply scheme, focusing on source type, treatment 

adequacy, distribution reliability, and capacity relative to demand. These elements collectively describe how 

each supply operates and its ability to consistently deliver safe and sufficient drinking water to the 

communities it serves. 

 

The assessment draws on information from the DWSPs, AMP, and WSDP to summarise how water is sourced 

(e.g. groundwater or surface water), the effectiveness of treatment processes, the reliability of the distribution 

network, and whether current infrastructure can meet existing and future demand. 

 

 

 
1 Water Services (Drinking Water Standards for New Zealand) Regulations 2022 
2 Drinking Water Quality Assurance Rules 2022 (Revised 2024) 
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Table 3. STDCs Assessment of achievement of water quality, safety and continuity  

Water Supply Scheme Source Type Treatment Adequacy 
Distribution 

Reliability 

Capacity vs 

Demand 

Hāwera 
Surface / 

Groundwater  

Compliant 

Selective Abstraction, 

flocculation, membrane 

filtration, pH control and 

chlorine gas disinfection 

High Adequate 

Waimate West Surface water 

Compliant 

Selective Abstraction, 

coagulation, flocculation, rapid 

sand filtration, pH control and 

chlorine gas disinfection 

Moderate Adequate 

Eltham Surface water 

Compliant 

Selective Abstraction, 

coagulation, flocculation, rapid 

sand filtration, pH control and 

chlorine gas disinfection 

Moderate Adequate 

Ōpunake Surface water 

Compliant 

Selective Abstraction, 

flocculation, membrane 

filtration, pH control and 

chlorine gas disinfection 

Moderate Adequate 

Pātea Groundwater 
Upgrade in progress (treatment 

improvements) 
Moderate Adequate 

Waverley Groundwater 

Compliant 

Greensand filters, UV 

disinfection, and chlorine gas 

disinfection 

Moderate 
Emerging 

constraint 

Inaha Surface water 

Compliant 

Selective Abstraction, 

coagulation, flocculation, rapid 

sand filtration, pH control and 

chlorine gas disinfection 

Low-

Moderate 
Adequate 

Rahotu Surface water 

Compliant 

Selective Abstraction, 

flocculation, membrane 

filtration, pH control and 

chlorine gas disinfection 

Moderate Adequate 

Wai-inu Beach Groundwater  

Compliant 

Filtration (bag/cartridge), UV 

disinfection and liquid chlorine 

disinfection 

Low Variable 

Wairoa Beach Domain 

(Waverley Beach) 
Groundwater 

Compliant 

Filtration (bag/cartridge), UV 

disinfection and liquid chlorine 

disinfection 

Low Variable 
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The following information provides further context to the supplies in the above table where they scored ‘low’ 

or variable: 

• Inaha:  

o Distribution Reliability – Low-Moderate. The Inaha scheme exhibits reduced distribution 

reliability due to its small scale, limited network redundancy, and largely linear reticulation 

layout. The absence of looped mains and alternative supply pathways means that asset failure 

or maintenance events can result in wider service disruption. Reliability is further constrained 

by limited storage, reducing the system’s ability to buffer short-term outages. 

o Capacity vs Demand - Adequate. Current supply capacity is generally sufficient to meet typical 

demand, reflecting the relatively stable and low population base. However, the scheme has 

minimal tolerance for peak demand fluctuations or future growth, requiring ongoing 

monitoring and planning. 

• Wai-inu Beach and Wairoa Beach: 

o Distribution Reliability – Low. Distribution reliability is assessed as low due to the scheme’s 

small, localised network, minimal redundancy, and limited operational flexibility. Seasonal 

occupancy variations can also place additional stress on the network. 

o Capacity vs Demand - Variable. Capacity is considered variable due to seasonal demand 

fluctuations, with periods of low baseline demand and peaks associated with holiday 

occupancy. The existing infrastructure may be adequate during normal conditions but can 

become constrained during peak periods, particularly given limited storage and treatment 

capacity. 

4.3 Assessment of each supplies resilience and key risk/constraints 

This section provides an overview of the resilience and key risks/constraints associated with each STDC water 

supply scheme. The assessment considers the ability of each supply to maintain continuous and reliable service 

under normal operating conditions and during disruption events, including failures, peak demand, or adverse 

source conditions. 

 

Key risks and constraints have been identified through analysis of existing technical documentation, including 

the DWSPs, AMP, and WSDP, and reflect factors such as limited redundancy, storage capacity, source 

reliability, and network configuration. 
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Table 4. STDCs Assessment of each supply’s resilience and key risk/constraints 

Water Supply Scheme 
Capacity vs 

Demand 

Resilience (Redundancy, Storage, 

Continuity) 

Key Risks / Constraints 

Identified 

Hāwera Adequate 
High (significant storage and 

network redundancy) 

Peak demand pressures; ageing 

network sections 

Waimate West Adequate Moderate 
Rural network spread; limited 

redundancy 

Eltham Adequate Moderate 
Ageing assets; limited backup 

supply 

Ōpunake Adequate Moderate 
Source variability (weather 

influence) 

Pātea Adequate Improving 
Source quality (ammonia); 

historical compliance 

Waverley 
Emerging 

constraint 
Moderate 

Limited storage; single-source 

dependency 

Inaha Adequate Low-Moderate 
Small scheme scale; limited 

redundancy 

Rahotu Adequate Moderate 
Rural network; limited backup 

options 

Wai-inu Beach Variable Low 
Small scheme capacity; seasonal 

demand 

Wairoa Beach Domain 

(Waverley Beach) 
Variable Low 

Seasonal use; limited treatment 

and storage 

 

The Inaha scheme’s ‘Low-Moderate’ resilience rating reflects its limited redundancy, constrained storage, and 

small-scale network configuration, which collectively reduce its ability to maintain continuous supply during 

disruption events. These factors reduce the ability to maintain supply during disruptions. STDC will manage 

this through targeted upgrades, improved operational oversight, and assessment of interconnection or 

optimisation opportunities where feasible. 

 

Key risks and constraints are managed through STDC’s DWSPs, which identify and control risks from source to 

tap, with required improvements captured as formal actions. These actions are prioritised and delivered 

through planned capital works and renewals programmes under the AMP, LTP, and WSDP, ensuring that 

treatment, storage, and network limitations are progressively addressed. This approach provides a structured 

and funded pathway to improve resilience, maintain compliance, and ensure water supplies remain fit-for-

purpose. 

4.4 Overall assessment of STDC’s water supplies performance against 

the Local Government (Water Services) Act 2025 

Across the portfolio, STDC water supplies generally meet or are progressing toward meeting Section 69-70 

expectations, with variability primarily driven by scheme size, source complexity, and level of infrastructure 

investment. Larger schemes demonstrate stronger resilience and compliance, while smaller rural and coastal 

supplies present higher relative risk and will require targeted, proportionate investment and strategic planning 

to achieve long-term compliance and sustainability. A supply-by-supply analysis is detailed below. 
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Table 5. Overall assessment of achievement against the Local Government (Water Services) Act 2025 

Water Supply Scheme Overall Assessment (s69-70 Alignment) 

Hāwera Meets requirements - optimisation ongoing 

Waimate West Meets requirements - resilience constraints 

Eltham Meets requirements - monitor asset condition 

Ōpunake Meets requirements - ongoing monitoring 

Pātea Will meet requirements post-upgrade 

Waverley Meets minimum requirements - resilience improvement needed 

Inaha Meets minimum requirements - constrained resilience 

Rahotu Meets requirements - moderate resilience risk 

Wai-inu Beach Partially meets requirements - targeted improvements required 

Wairoa Beach Domain (Waverley Beach) Partially meets requirements - targeted improvements required 

 

The following information provides further context to the supplies in the above table which were not 

considered to meet the requirements outright: 

• Pātea: Assessed as meeting requirements subject to upgrade completion. Historical treatment 

constraints are being addressed through current upgrades. Ongoing management will ensure 

commissioning of improved treatment processes and sustained compliance. 

• Waverley: Assessed as meeting minimum requirements. Supply is adequate, but limited storage and 

single-source dependence constrain resilience. Improvements will focus on storage capacity and 

supply security options. 

• Inaha: Assessed as meeting minimum requirements. Treatment is adequate; however, small scheme 

scale and limited redundancy reduce resilience. Future management will focus on targeted upgrades 

and operational controls. 

• Wai-inu Beach: Assessed as partially meeting requirements. The scheme is constrained by limited 

treatment capability, low resilience, and seasonal demand variability. STDC will require targeted 

upgrades and review of long-term service options. 

• Wairoa Beach Domain (Waverley Beach): Assessed as partially meeting requirements. The system is 

small, seasonal, and minimally resilient, with limited treatment and storage. Future management will 

involve risk-based investment decisions and consideration of alternative supply approaches. 

 

STDC actively monitors and maintains an up‑to‑date understanding of the performance, risks, and operational 

condition of each of its water supply schemes through its DWSPs, AMP, and ongoing compliance monitoring. 

Identified constraints and deficiencies - whether related to treatment capability, capacity, or network 

resilience - are systematically incorporated into the Council’s forward planning framework.  

 

Through the LTP and the WSDP, STDC has established a structured and financially sustainable programme of 

works to address these issues over time. This includes prioritised capital investment, lifecycle renewals, and 

targeted upgrades to ensure that all schemes continue to progress toward full compliance with regulatory 

requirements and remain fit‑for‑purpose. Collectively, these planning instruments demonstrate that STDC has 

both visibility of system performance and a clear, funded pathway to manage existing and emerging risks, 

consistent with the expectations of Sections 69-70 of the Local Government (Water Services) Act 2025. 



 

 

Page | 23  

 

South Taranaki District Council - Community Drinking Water Supply Assessment 

 

5. IDENTIFIED COMMUNITY WATER SUPPLIES 

This section will outline and the communities that are not supplied by STDC and instead have their own 

independent drinking water supplies. As the STDC does not own or operate these water supplies, STDC do not 

measure or control their adequacy and resilience. Therefore, we cannot determine whether there is a material 

public health risk without being informed by members of these communities.  

 

It is important to note that the S69 assessment does explicitly excludes drinking water services that are owned 

and operated by a department described in section 5 of the Water Services Act 2021. Of relevance this includes 

the following responsible parties. 

 

• Ministry of Education (educational facilities) 

o Early Childhood Centres, 

o Primary/Intermediate/High Educational facilities, 

o Te Kura Kaupapa Māori, and 

o Any additional Education Facilities. 

 

• Department of Conservation.  

o Department of Conservation owned huts. 

 

In addition to these, golf courses, who are assumed to hold liquor licenses and therefore have their own 

requirements for drinking water (under other primary legislation) have been excluded from this survey.  

5.1 Survey Results 

5.1.1 Survey Methodology 

A structured survey methodology was implemented to support STDC in meeting its obligations under Sections 

69 and 70 of the Local Government (Water Services) Act 2025. The survey formed a core component of the 

overall engagement and assessment framework and was designed to systematically collect accurate, 

comparable information on community drinking water supplies across the district. 

The methodology reflects an evidence-first, proportionate approach, integrating GIS-led discovery, structured 

data collection, and targeted follow-up engagement to ensure comprehensive coverage while minimising 

burden on participants. 

The survey template (Appendix A) was developed to capture consistent baseline information for each 

identified or potential community drinking water supply. Questions were deliberately framed to be accessible 

to non-technical respondents and focused on practical, operational knowledge of each supply. 

Key information domains captured included: 

• Supply location and user groups 

• Approximate population served 

• Source water type and back-up arrangements 

• Treatment and monitoring practices 



 

 

Page | 24  

 

South Taranaki District Council - Community Drinking Water Supply Assessment 

 

• Known supply issues or incidents 

• Presence of vulnerable users 

• Current and future support needs. 

Closed-ended questions were used where possible to support comparability and analysis, supplemented by 

targeted open-text fields to allow respondents to contextualise their responses. 

The survey was issued district-wide using Google Forms as the primary engagement and data capture tool. 

This enabled: 

• Standardised question presentation 

• Automated collation of responses into a central database 

• Efficient tracking of submission status 

• Direct linkage between survey responses and the supply register. 

In attempt to maximise participation, multiple engagement pathways were available: 

• Online self-completion via survey link 

• Assisted completion via phone, where responses were recorded on behalf of participants 

• Targeted follow-up for non-responsive supplies in accordance with the engagement steps 

outlined in the Engagement Plan. 

A structured follow-up process was applied where no response was received, including up to two phone 

attempts with voicemail messages. Where engagement could not be achieved, this was explicitly recorded in 

the supply register for transparency and future prioritisation. 

 

The supply register workbook includes a sheet containing a quantitative assessment tool intended for future 

use in identifying potential risks for community drinking water suppliers. The assessment considers source 

type, treatment presence, supply management, population exposure, primary use, vulnerable users, and 

confidence in the available information. These factors are used to assign each supplier a low, medium, or high 

priority band, indicating which supplies are most likely to require further assessment. 

5.1.2 Identified Survey Recipients 

Utilising a combination of local knowledge, ArcGIS, topography map and internet sources, an initial 96 

potential water supplies were identified within the STDC Territorial Authority. This process identified all 

potential water supplies within the region, regardless of whether they were council run supplies or explicitly 

excluded in section 5 of the Water Services Act 2021. The image below depicts the varying supply types that 

were outlined in this initial search step. 
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Figure 2. Distribution of identified potential water supplies within the South Taranaki territorial authority 

 

Following refinement of the initial longlist, educational facilities, council-operated supplies, Department of 

Conservation huts, and golf courses were removed from the engagement dataset, as these supply types were 

either already accounted for separately, fell outside the intended scope of direct survey engagement, or were 

subject to alternative regulatory or operational arrangements. This screening step reduced the number of 

supplies requiring direct engagement by 61, from 96 initially identified sites to 35 target supplies. The figure 

below presents the distribution of these remaining supply types and illustrates the composition of the final 

survey recipient group. 
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Figure 3. Map of the identified water supplies to survey within the South Taranaki territorial authority. 

The percentage breakdown of these sites is displayed below. 

 

Figure 4. Distribution of identified water supplies to survey within the South Taranaki territorial authority 

5.1.3 Survey Respondents 

Whilst multiple attempts at communication were made with the identified supplies, via means of email, phone 

call and text message, there were only 7 respondents to the issued survey. 
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Table 6. Respondents to the Community Drinking Water Supply Assessment survey 

Respondent name Supply Type 

Ararata Hall Society Town Hall 

Cold Creek Private Supply 

Kanihi Māwhitwhiti Pā Marae/Pa 

Meremere Pā And Hapū Charitable Trust Marae/Pa 

Pungarehu Community Society Incorporated Town Hall 

Rawhitiroa Hall Committee  Town Hall 

Wai-O-Turi Marae Trustees Marae/Pa 

 

5.1.4 Survey Findings 

5.1.4.1 Water Recipients 

Water supplies serve a diverse range of users across the participating systems. Marae and papakāinga were 

the most commonly identified recipients, with 4 out of 7 respondents (57.1%) indicating supply to these 

communities. Community facilities and farm or rural properties were also commonly served, each identified 

by 3 respondents (42.9%). Business or workplace users were reported by 2 respondents (28.6%). A smaller 

proportion of supplies served educational facilities or childcare facilities, residential houses only, hall users 

(noting that one response specified no potable supply at the pool), and rural residential properties, with each 

of these categories identified by 1 respondent (14.3%). Overall, many supplies serve multiple user types, often 

combining residential, community, cultural, and rural uses. 

5.1.4.2 Source of Water Supply 

Rainwater collected in tanks is the most common primary water source, reported by 3 out of 7 respondents 

(42.9%). Groundwater sources (bore supply) were the next most common, identified by 2 respondents 

(28.6%). Surface water sources were less frequently reported, with 1 respondent (14.3%) indicating reliance 

on a spring and 1 respondent (14.3%) on a stream, river, or lake. No respondents indicated reliance on carted 

water, connection to a council water supply, or uncertainty regarding their source. Overall, there is a strong 

reliance on self-supplied water sources, particularly rainwater and groundwater, across the surveyed systems. 

 

5.1.4.3 Backup Water Source Availability 

The availability of backup water sources is mixed. Three respondents (42.9%) confirmed that they have a 

backup water source in place should the primary supply run low or fail. However, a larger proportion, 4 

respondents (57.1%), reported that they do not have a backup supply. This suggests that many surveyed 

systems may be vulnerable to supply disruptions, particularly during periods of low availability or system 

failure. 

 

5.1.4.4 Recent Issues with Water Supply 

Experiences of water supply issues over the past few years appear relatively common. Three respondents 

(42.9%) indicated that they have experienced issues such as running out of water, poor water quality, flooding, 

equipment failure, or complaints related to taste, odour, or illness. In comparison, 4 respondents (57.1%) 

reported no such issues. While a slight majority have not experienced recent problems, a substantial 
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proportion have encountered operational or water quality challenges, indicating some level of risk across the 

surveyed supplies. 

 

5.1.4.5 Water Treatment and Equipment 

Treatment practices vary across the participating supplies, with chlorination being the most reported method. 

Four respondents (57.1%) indicated that they use chlorination (liquid or gas chlorine solutions) to make water 

safe for drinking. However, two respondents (28.6%) reported that no treatment is used, and one respondent 

(14.3%) was unsure. Other treatment methods, including filtration systems (cartridge or sand/media) and 

ultraviolet (UV) disinfection, were each reported by one respondent (14.3%). As respondents were able to 

select multiple options, these results suggest that while some supplies apply multiple barriers, there remains 

a notable proportion of supplies with limited or no treatment in place. 

 

5.1.4.6 Water System Management Responsibility 

Responsibility for managing water systems is predominantly undertaken by volunteers or committee 

members, with 4 out of 7 respondents (57.1%) identifying this as the primary arrangement. A smaller number 

of systems are managed by trained operators, contractors, or property owners, each reported by one 

respondent (14.3%). This suggests that formal operational oversight may be limited across many supplies, with 

a reliance on community-led management rather than dedicated or professionally trained personnel. 

 

5.1.4.7 Water Quality Testing Practices 

Water quality testing practices vary across the surveyed supplies. Three respondents (42.9%) confirmed that 

they undertake water quality testing (such as E. coli, chlorine, or turbidity), while an equal proportion, 3 

respondents (42.9%), reported that they do not carry out any testing. One respondent (14.3%) was unsure 

whether testing occurs. These findings highlight that, while some supplies have monitoring practices in place, 

a significant proportion either do not test or lack clarity around testing, potentially limiting the ability to detect 

and respond to water quality issues. 

 

5.1.4.8 Boil Water or Do Not Use Notices 

Advisories to boil water or avoid use have been relatively uncommon in recent years. Six respondents (85.7%) 

reported that there have been no instances where such advice was issued following test results, while one 

respondent (14.3%) indicated that advisories had been required. Although the majority have not experienced 

the need for such actions, the occurrence of advisories in at least one case indicates that water quality risks 

have materialised in some systems. 

 

5.1.4.9 Presence of Vulnerable Populations 

Most surveyed water supplies are not perceived to serve populations considered more vulnerable to 

waterborne risks. Six respondents (85.7%) reported that there are no higher-risk groups using their water 

supply, while one respondent (14.3%) indicated the presence of vulnerable users, such as elderly individuals, 

infants, or people with pre-existing health conditions. While this suggests that many supplies may not directly 

serve high-risk populations, the presence of vulnerable users in some cases highlights the importance of 

maintaining safe and reliable water quality management across all systems. 
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5.1.5 Key Risk Themes and Implications 

The survey findings indicate several recurring risk themes across the participating water supplies. A continued 

reliance on self-supplied sources, particularly rainwater and groundwater, together with limited use of multi-

barrier treatment systems, suggests that some supplies may be less resilient to contamination events or 

changes in source water quality. This is consistent with the proportion of respondents reporting either no 

treatment or uncertainty regarding treatment practices. 

 

Operational resilience also appears to be limited in several cases. The absence of backup water sources for 

most surveyed systems indicates a higher level of vulnerability to supply disruption, particularly during periods 

of low rainfall, drought, or infrastructure failure. In addition, the water supply issues reported by some 

respondents show that both water quantity and water quality challenges have occurred in practice. 

 

Management and oversight arrangements present a further area of potential concern. The predominance of 

volunteer- or committee-based management, with relatively limited involvement from trained operators, 

suggests that some supplies may lack formal operating procedures, technical capability, or routine 

maintenance arrangements. This is supported by the variation in water quality testing practices, with several 

supplies either not undertaking testing or being uncertain about whether testing occurs. Inconsistent 

monitoring reduces the ability to identify and respond to water quality issues at an early stage. 

 

While most respondents reported that boil water or do not use advisories have not been required in recent 

years, the fact that such advisories have occurred indicates that water quality risks have materialised in at 

least some cases. Similarly, although vulnerable users were not commonly identified, their presence within 

some supply areas supports the need for a precautionary approach to drinking water risk management. 

 

Overall, the findings indicate that several supplies may benefit from improved implementation of core drinking 

water risk management measures, including appropriate treatment barriers, routine monitoring, contingency 

planning, and clearly defined operational responsibilities. These matters should be considered when 

prioritising future actions, including any support, engagement, or planning responses arising from this 

assessment. 

5.1.6 High-Risk Sites 

Of the 35 target supplies that were reached out to survey, 3 suppliers were identified as high-risk sites, based 

on the overall served population.  

• Cold Creek, 

• Nukumaru, and, 

• Parihaka. 

 

5.1.6.1 Cold Creek Water Supply 

The Cold Creek water supply is a well-performing rural scheme with strong environmental compliance and 

reliable supply characteristics. Future resilience, and regulatory alignment, will require targeted investment in 

treatment capability, and generalised compliance-related arrangements from 2028 onwards.  
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Table 7. Overview of the Cold Creek Water Supply 

Cold Creek Water Supply 

Overall Adequacy assessment: Moderate-High adequacy for intended rural use. System provides a reliable bulk water 

supply with basic treatment barriers. The supply is suitably owned and operated privately by the scheme’s society. In 

2028, this supply will be required to meet the full requirements of the Water Services Act 2021. 

 Drinking water quality compliance: 

Resource consenting: High resource consent and environmental compliance; drinking water compliance not fully 

evidenced in public domain. Noted key attributes include: 

• Full compliance with abstraction and discharge consents. 

• No unauthorised incidents reported. 

• Monitoring includes water quality and biomonitoring. 

Water Quality Performance (DWSNZ and DWQARs): Partially aligns with existing regulatory requirements (DWQARs) 

based in its population band (101-500 – Level 2 drinking water supplier). Noted key attributes include: 

• Long history of having a good reliable source water – Surface water source.  

• Water quality monitoring occurs through online continuous meters and laboratory testing. 

• Treatment barriers include: selective abstraction, sand-filtration and residual disinfection (gas chlorination) 

exists for the supply.  

o May require the installation of UV disinfection in the future to meet existing - DWQAR Level 2 - 

mandatory treatment barriers. 

• Storage: single treated water reservoir (in-ground with cover). From here treated water is distributed to 

consumers who also have supplementary storage (domestic tanks). 

• Reticulation: Well managed and key parts routinely replaced (PE pipe). Pressure Reducing Valves are critical 

aspects to supply distribution. Managed locally by qualified plumber. 

• Historical PHRMP prepared. 

o Will be adjusted in advance of 2028 Water Services Act 2021 compliance timeframe. 

 

The society did not report any concerns of DWSNZ determinands being exceeded (such as E.coli events or wider 

chemical events).  

Drinking water existing risks 

None identified. 

Demand - existing 

Stable, high-volume rural demand dominated by dairy farming activity. Demand is seasonal and driven by agricultural 

use. Supply is suitably operated in accordance with consent abstraction limits, and network consumer’s demands 

(volume). Leak identification and management is a primary focus of the scheme’s society which is to be commended.  

Demand - future 

None identified – acceptance onto the scheme is explicitly controlled by the schemes owners. Inclusion into the 

scheme is by acceptance only with strict entry criteria being required to be met and demonstrated before being 

connected to the supply.  

Options 

 Multiple pathways available depending on strategic intent and regulatory expectations as part of the society’s ongoing 

governance and future planning. Such items for consideration include: 

• Upgrade treatment to meet modern drinking water requirements (DWQAR – Level 2) 

• Prepare for regulatory implementation in 2028, which includes; formal registration, development of a 

Drinking Water Safety Plan/Source Water Risk Management Plan, and report compliance results to the 

regulator. 
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The Cold Creek Water Supply has historically provided a contingency support function to the Council’s 

Ōpunake Water Supply during periods of operational constraint. Council planning and emergency response 

documentation identify Cold Creek as an available alternative supply, with an established connection and 

supply agreement enabling its use where required. Recorded operational use occurred in May 2019, where 

the Cold Creek supply was temporarily utilised to supplement Ōpunake demand during a supply constraint 

event. While the use of this source has subsequently been limited due to water quality compatibility 

considerations and monitoring requirements, it continues to be recognised within Council contingency 

planning as a supplementary source capable of supporting continuity of supply during emergency or outage 

conditions. 

 

5.1.6.2 Nukumaru Water Supply  

The Nukumaru Water Supply is a groundwater-based rural scheme with reliable source characteristics and low 

demand pressures; however, it is currently non-compliant with the Water Services Act 2021 due to the 

absence of treatment, registration, and formal drinking water management systems. 

 

While the supply is suitable for rural and agricultural purposes, its ability to provide safe drinking water is 

significantly constrained in its current configuration. Achieving compliance will require implementation of a 

centralised treatment and DWSP-based approach with distinct cost, governance, and operational implications. 

Table 8. Overview of the Nukumaru Water Supply 

Nukumaru Water Supply 

Overall Adequacy assessment: Low–Moderate adequacy (current state). The supply provides reliable groundwater-

based bulk water, but is not currently configured to provide safe drinking water under Water Services Act 2021 due to 

absence of treatment and formal compliance systems. In 2028, this supply will be required to meet the full 

requirements of the Water Services Act 2021. 

 Drinking water quality compliance: 

Resource consenting: High environmental and consent compliance. 

Noted key attributes include: 

• Single groundwater take consent with defined conditions. 

• Monitoring reports consistently rate high environmental performance. 

• No reported significant environmental or compliance breaches. 

Water Quality Performance (DWSNZ and DWQARs): Does not currently align with existing regulatory requirements 

(DWQARs) based in its population band (26-100 – Level 1 drinking water supplier). Noted key attributes include: 

• Long history of having a good reliable source water – deep groundwater source.  

• Substantial raw water storage capabilities. 

• Water quality monitoring occurs through laboratory testing. 

• Treatment barriers include: None available. 

o Will require the installation of UV disinfection and residual disinfection in the future to meet existing 

- DWQAR Level 1 - mandatory treatment barriers. 

• Storage: Single treated water reservoir. From here water is distributed to consumers who also have 

supplementary storage (domestic). 

• Reticulation: Asset condition unknown, but attempts being made to address this. 

 

Historic water quality results have shown presence of E.coli and total coliforms at times. 
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Drinking water existing risks 

Moderate-High risk profile (drinking water context). While groundwater reduces source variability, the absence of 

treatment and limited source protection controls present material risk. No treatment barriers (no filtration, UV, or 

residual disinfection) exist at the supply currently. However, the supply is being reviewed for options to install 

treatment to protect water quality.  

Demand - existing 

Low–moderate demand, predominantly rural/agricultural. Drinking water demand is a minor proportion of total use. 

Sufficient abstraction volumes necessary to support drinking water provisions.  

Demand - future 

Stable with low growth, but compliance-driven demand pressure. Future demand will be influenced more by 

regulatory requirements than population growth. 

Options 

Multiple pathways available depending on strategic intent and regulatory expectations as part of the society’s ongoing 

governance and future planning. Such items for consideration include: 

• Upgrade treatment to meet modern drinking water requirements (DWQAR – Level 1) 

• Prepare for regulatory implementation in 2028, which includes; formal registration, development of a 

Drinking Water Safety Plan/Source Water Risk Management Plan, and report compliance results to the 

regulator.  

 

STDC is currently supporting the Nukumaru scheme to achieve full compliance with the requirements of the 

Water Services Act 2021 and to prepare for the divestment process under the Local Government (Water 

Services) Act 2025. This work is focused on establishing the core compliance framework for the supply, 

including development of statutory plans (such as the DWSP and Source Water Risk Management Plan), formal 

registration of the supply, and preparation of a Management Plan that defines the respective responsibilities 

of Nukumaru and the Council. In parallel, a Compliance Monitoring and Achievement Strategy is being 

developed to demonstrate how the supply will meet the Drinking Water Quality Assurance Rules in practice. 

Collectively, these activities are necessary to transition Nukumaru into a compliant drinking water supplier, 

while enabling the scheme to continue prioritising required capital upgrades and system improvements. 

 

It is considered that the aforementioned support will culminate in the supply being legally divested from 2027 

onwards.  

 

5.1.6.3 Parihaka  

The Parihaka marae complex includes whare by the name of Mihikuare, Rangi Kapuia (opened in 1927), Te 

Niho o Te Atiwa and Toroanui. The wharekai is Te Rānui. The marae connects ancestrally to the waka 

Kurahaupo, the maunga Taranaki and Parihaka, and the awa Waitotara. As a part of this community drinking 

water supply assessment the marae of Toroanui was contacted. In response to this email Toroanui indicated 

that the Parihaka Papakāinga Trust (PPT) was currently working through the Taumata Arowai Public Water 

Provider certification process. 
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6. RECOMMENDATIONS 

South Taranaki District Council’s reticulated drinking water supplies are managed through established 

statutory and planning frameworks, including the Long-Term Plan (LTP), Water Services Delivery Plan (WSDP), 

Asset Management Plan (AMP), and Drinking Water Safety Plans (DWSPs). These mechanisms provide a 

structured and funded approach to managing service performance, compliance, and ongoing improvements. 

 

The following recommendations are therefore focused on district-wide oversight and support for non-Council 

supplies, and do not extend into areas already addressed through existing statutory and planning frameworks. 

 

Recommendation 1: Establish a Structured District-Wide Identification and Engagement Framework 

STDC should continue to formalise an integrated approach to identifying, engaging with, and maintaining 

information on all non-Council drinking water supplies. This should include: 

• Maintaining and periodically updating a district-wide register of community supplies, 

• Implementing regular engagement cycles (e.g. surveys or direct contact), 

• Prioritising engagement with higher-risk or higher-population supplies. 

 

This will ensure STDC maintains an up-to-date, evidence-based understanding of drinking water service 

provision, risks, and gaps across the district, consistent with its obligations to assess community access to 

water services every 3-years as per the Local Government (Water Services) Act 2025 (therefore due during 

2029). 

 

Recommendation 2: Support Community Supplies through accessible Guidance and Educational Resources 

STDC is encouraged to provide accessible drinking water safety guidance and educational resources to help 

non-Council supply operators understand and meet drinking water requirements. The topics of such guidance 

may include: 

• Guidance on regulatory obligations under the Water Services Act 2021 (including registration and 

planning requirements), 

• Practical information on treatment, monitoring, and basic risk management practices, 

• Education on public health risks associated with untreated or inadequately managed supplies. 

 

Targeted guidance should align with information already provided by the Water Services Authority (Taumata 

Arowai) and public health services, rather than being developed separately by STDC. For example, STDC could 

provide a dedicated private drinking water supply page on its website that directs users to relevant public 

resources. 

 

Recommendation 3: Maintain Strategic Awareness of Emerging Compliance and Public Health Risks 

STDC is encouraged to maintain an informed and strategic understanding of emerging risks associated with 

non-Council drinking water supplies. This can be achieved through: 

• Monitoring the status and trajectory of higher-risk or transitioning supplies (in alignment with 

recommendation 1), and 

• Maintaining awareness of evolving regulatory requirements and compliance expectations, and 

• Identifying systemic or sector-wide risk indicators that may warrant broader engagement or 

information-sharing across the local water services environment. 
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This approach supports the Council’s statutory interest in understanding current and future risks to community 

drinking water provision under Sections 69-70 of the Local Government (Water Services) Act 2025, while 

remaining appropriately aligned with the Water Services Authority (Taumata Arowai) – Compliance, 

Monitoring and Enforcement Strategy 2025-28. 
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7. CONCLUSION 

This assessment has provided a district-wide evaluation of access to drinking water services across the South 

Taranaki District, in accordance with the requirements of Sections 69 and 70 of the Local Government (Water 

Services) Act 2025. 

 

The findings confirm that South Taranaki District Council’s reticulated drinking water supplies are, in the main, 

fit-for-purpose and aligned with legislative expectations, supported by established planning, compliance, and 

investment frameworks. These supplies demonstrate a structured and proactive approach to maintaining 

drinking water quality, managing service continuity, and addressing asset and capacity constraints over time. 

Variability across the network is evident, particularly in smaller and more isolated schemes where resilience, 

redundancy, and operational flexibility are inherently more constrained. However, these risks are understood 

and are being appropriately managed through the Council’s integrated planning framework, including the 

Long-Term Plan, Water Services Delivery Plan, Asset Management Plan, and Drinking Water Safety Plans.  

 

The assessment also highlights a broader district-wide picture, with a number of independently operated 

community water supplies identified outside of Council ownership. These supplies play an important role in 

servicing dispersed rural, cultural, and community-based populations but are characterised by: 

• Reliance on self-sourced water (primarily rainwater and groundwater), and 

• Variable implementation of treatment and monitoring practices, and 

• Predominantly informal or volunteer-based operational management structures. 

 

While these supplies are often appropriate for their context, initial findings indicate that some level of risk to 

drinking water quality and service continuity remains, particularly where treatment barriers, monitoring 

regimes, or contingency arrangements are limited. 

 

In this context, STDC’s role is not one of direct service delivery, but of maintaining district-wide visibility of 

non-Council supplies, supporting informed engagement with those drinking water supplies, and maintaining 

strategic awareness of emerging compliance and public health risks. Consistent with Section 6, the 

recommendations of this report are therefore focused on strengthening the identification and engagement 

framework for non-Council supplies, improving access to relevant guidance and educational resources, and 

supporting a proportionate, risk-based understanding of district-wide drinking water issues without 

duplicating existing regulatory or planning requirements. 

 

Overall, this assessment demonstrates that: 

• STDC has a robust understanding of its drinking water systems, and 

• Council-operated supplies are being effectively managed and improved through existing frameworks, 

and, 

• There is a clear opportunity to enhance district-wide resilience and public health outcomes through 

targeted engagement and support of non-Council supplies. 

 

Collectively, this positions the South Taranaki District Council to continue meeting its legislative obligations, 

while maintaining a proportionate, risk-based approach to drinking water service provision across the district. 
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8. APPENDICES 

8.1 Appendix A: Survey template 

South Taranaki District Council Project – Potential Drinking Water Providers 

1. What is the name of your organisation, group, or site? 

 
 

2. Where is your site located? 

  
 

3. Who should we contact about the water supply? 

 
 

4. Who receives water from your supply? 

☐Community facility 

☐ Marae 

☐ School / childcare 

☐ Business / workplace 

☐ Farm / rural property 

☐ Residential houses only 

 
 

5. Roughly how many people use your site’s water supply? 

 
 

6. Do you provide water to any other users/buildings beyond a house (or home) (e.g., marae events, 

workers, visitors, community groups)? 

☐ Yes 

☐ No 

 
 

7. Where does your water mainly come from? 

☐ Rainwater (tanks) 

☐ Groundwater / bore 

☐ Spring 

☐ Stream / river / lake 

☐ Carted (Water Tankers) water 

☐ Connected to the Council Water Supply 

☐ Not sure 

(open text) 

(Street address or drop a map pin) 

 

(Name, phone, email) 

 

Other (please describe) 

(open text) 

 

 

If yes, please describe. 

 

 



 

 

Page | 37  

 

South Taranaki District Council - Community Drinking Water Supply Assessment 

 

8. Do you have a backup water source if the main one runs low or fails? 

☐ Yes 

☐ No 

 
 

9. Has your water supply had any issues in the last couple of years (e.g., running out of water, dirty water, 

flooding, equipment failure, taste/odour complaints, or people complaining of becoming unwell)? 

☐ Yes 

☐ No 

 
 

10. What treatment or equipment do you use to make the water safe to drink? (You can choose more than 

one) 

☐  Filters (cartridge or sand/media) 

☐  Ultraviolet Light system 

☐  Chlorination (using liquid/gas chlorine solutions) 

☐  None 

☐  Unsure 

 

11. Who usually looks after the water system? 

☐  Trained operator 

☐  Contractor 

☐  Volunteer / committee member 

☐  Property owner 

☐  Other 

 

12. Do you test your water quality (e.g., E. coli, chlorine, turbidity)? If so, how often? 

☐  Yes – regularly 

☐  Yes – occasionally 

☐  No 

☐  Not sure 

 
 

13. Following receiving your test results, have there been any instances where you have needed to advised 

people to boil-water, or not use the water in the past 1–2 years? 

☐  Yes 

☐  No 

 
 

14. Are there any people who may be more vulnerable or at higher risk to using your water (elderly, infants, 

people with pre-existing health issues, educational facilities, marae gatherings)? 

☐  Yes 

If yes, what is it? 

 

 

 

If yes, please describe. 

 

 

If yes, how often? 

 

If yes, please describe. 
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☐   No 

 
 

15. Is there anything you think you’ll need help with managing and operating the water supply in the future 

(e.g., treatment upgrades, meeting regulations, improving safety, managing demand)? 

 

 

If yes, please describe. 

 

 

(open text) 
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8.2 Appendix B: Full list of in-scope identified sites  

The below sections detail all communities and community supplies that were identified during this Community 

Drinking Water Supply Assessment and considered to be within the scope of the LG(WS)A S69 based on 

available information.  

 

Full information for ‘in-scope’ supplies, in addition to details regarding ‘out-of-scope’ identified supplies are 

available within the 2026-06_STDC_Community Drinking Water Supply Register_FINAL_V1 Microsoft Excel file 

that was produced alongside this report.  

 

The below figure locates ALL ‘in-scope’ water supplies. 
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8.2.1 Town Halls  

The town halls listed in the table were determined to fall within the LG(WS)A Section 69 criteria and were 

identified as community facilities that may provide access to drinking water. These facilities form part of 

the assessment of community drinking water access across the South Taranaki District and were included 

for further consideration where relevant information was available. The map illustrates the geographic 

location of each town hall. 
 

Site Type Name 

Hall 

Ararata Hall 
Kakaramea Hall 

Maata Hall 
Mangamingi Hall 

Ngamatapouri Hall 
Oaonui Hall 

Pungarehu Hall 
Rawhitiroa Hall 

Te Kiri Hall 
Tumaha Hall 
Warea Hall 
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8.2.2 Marae/Pa/Papakainga  

The Marae/Pa/Papakainga listed in the table were determined to fall within the LG(WS)A Section 69 

criteria and were identified as community facilities that may provide access to drinking water. These 

facilities form part of the assessment of community drinking water access across the South Taranaki 

District and were included for further consideration where relevant information was available. The map 

illustrates the geographic location of each Marae/Pa/Papakainga. 

 

Site Type Name 

Marae/Pa/Papakainga 

Kaipō Marae (Wharetapapa) 
Kānihi Māwhitiwhiti Pā 

Manutahi Marae (Te Takere) 
Ngārongo Marae (Ketemarae) 

Ngātiki Marae 
Ōeo Marae 

Ōrimupiko Marae 
Pariroa Marae 

Pukomoko Pa/ Meremere Marae 
Puniho Pā - Tarawainuku marae 

Takirau Marae 
Te Niho o Te Atiawa - Parāhuka Marae 

Te Paepae o Te Raukura - Takitūtū Marae 
Te Pōtaka Marae 
Toroānui Marae 

Wai-o-Turi Marae 
Waipapa Marae (Moumahaki) 

Wharepuni Marae 
Whenuakura Marae 
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8.2.3 Non-Department of Conservations Huts  
The huts listed in the table are not owned/operated by the Department of Conservation were determined 

to fall within the LG(WS)A Section 69 criteria and were identified as community facilities that may provide 

access to drinking water. These facilities form part of the assessment of community drinking water access 

across the South Taranaki District and were included for further consideration where relevant information 

was available. The map illustrates the geographic location of each hut. 
 

Site Type Name 

Non-DoC Hut 
Totara Slab Hut (Tunapoto Stream Hut) 

Kapara Hut 
Waiweranui Trust Hut 
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8.2.4 Private Water Supplies 

The singular private supply identified in the table below determined to fall within the LG(WS)A Section 69 

criteria. The map illustrates the geographic location of this supply. 
 

Site Type Name 
Private supply Cold Creek Water Supply 

 

 


